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Illinois-American    

Pekin District Valuation   

Transmission and Distribution Main Totals - Table 1  

Date Certain June 30, 2002   

Size Type 
Map Length 

 (feet) 
Property Ledger Length (feet) 

(12/31/98) 
Property Ledger  Length (feet) 

 Date Certain 6/30/02 

3/4" GS 2,244                                   6,702                                  6,702 

3/4" PVC 185     

1" Copper 1,517 1,373 1,373 

1" GS 976 19,742 19,742 

1 1/4" GS 33,640 57,465 57,465 

1 1/2" GS 793 3,707 3,707 

2" GS 37,487 40,499 40,499 

2" PVC 3,376 2,726 2,726 

3" AC 2,840   51,011 

4" CI 31,394 51,011   

4" CL 24,254     

4"  GS 1,031     

4" PVC 3,524 3,681 3,681 

4"  DIP 1,999 922 922 

6" PVC 8,453 7,478 7,478 

6" CI 175,342 331,140 331,140 

6" CL 167,555     

6" DIP 15,172 13,700 18,942 

8" PVC 186 215 215 

8" CI 50,030 153,808 153,808 

8" CL 96,498     

8" DIP 84,950 59,210 76,321 

10" CI 10,348 10,669 10,669 

10" CL 293     

10" DI 88 643 643 

12" CI 16,521 35,466 35,466 

12" CL 45,403     

12" DI 68,464 80,754 83,424 

16" CI 233 6,104 6,104 

16" CL 5,670     

16" DI 12,296 12,629 12,629 

Total  902,762                           899,644                              924,667 
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Illinois-American      

Pekin District Valuation     

Distribution System Valves - Table 2    

Date Certain June 30, 2002     
       

  Valve Type    

Valve Diameter 
(Inches) Gate Butterfly Tapping Valve Boxes Valve Vaults 

Hydrant 
Watch 
Valve 

3/4* 6           
1* 7           

1 1/4* 79           
1 1/2* 3           

2* 82           
2 1/4* 4           

4 237 12 11     33** 
6 1,546 53 49     542** 
8 521 44 21       

10 27   1       
12 150 14 7       
14 1           
16 24   1       

       
Total(s)        2,687  123 90 2,251 349 575** 

Total Valves 2,900      
       
  * Valve count from 12/31/98 Property Ledger.    
    All remaining valve sizes based upon Valve Inspection Record.  
**These valves are part of and have also been counted in the "Valve Type" category(ies). 
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Illinois-American      

Pekin District Valuation     

Fire Hydrants - Table 3     

Date Certain June 30, 2002     

      

  Hydrant Register   Distribution Map Property Ledger   
2"  Hydrant 4     0   

4"  Hydrant 85     88   

4 1/2"  Hydrant 2        

5"  Hydrant 3        

5 1/4"  Hydrant 113     249*   

5 1/2"  Hydrant 7        

6"  Hydrant 749     595   

8"  Hydrant 6         
      

Totals 965**  967 932  

Watch Valves 575   277  
      
 *65 of the  249 hydrants were installed from December 31, 1998 through June 30, 2002.  
**Does not include four 2 inch Hydrants.     
 


